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DRAWING CONFIDENTIAL:

THIS DRAWING AND ALL INFORMATION
CONTAINED THEREON IS AND SHALL
REMAIN THE PROPERTY OF

A. ANDREANSKY, P.E. AS

AN INSTRUMENT OF PROFESSIONAL
SERVICE. THIS INFORMATION SHALL
NOT BE USED WITHOUT THE FULL
KNOWLEDGE AND PRIOR WRITTEN
CONSENT OF AL ANDREANSKY, P.E.
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MISC. NOTES

BUILDING HEATING AND VENTILATION WILL MEET REQUIREMENTS OF 2023 OMC, 2023 UPDATES.

MINIMUM VENTILATION REQUIRED 225 CFM/SQ FT (WAREHOUSE).
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AL ANDREANSKY, P.E.

P.O. BOX 456
PALM HARBOR, FLORIDA 34682-0456
PHONE: [727] 460-8612, FAX: [727] 789-9565
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CSX INTERMODAL TERMINALS, INC.
TERMINAL DEVELOPMENT GROUP
JACKSONVILLE, FLORIDA

BUILDING HVAC PLAN

2149 WESTERN AVENUE
CINCINNATI, OHIO 45214

© + -
284 22
(/) TcoLoo
U SXx el
Q T LT e
o
g‘g »w oo }*
C
= fict,, <
<o
= 28593
<C Dovggg —S
- S0
o S88zag S
O 43,827
03 0 -
:<(D\5_"§UE.
oy
hel
= 223%s9
O 0O ¢c O+
2 Es 8o
— ¥ °58
9 .
%] C
D ghivt .
M #28°°=
6% nw
o< O
‘ B
ce £
() 888885
R oz
<[ NE 0T -0 [
oc > O 3
© 05 598 (|
o5 4525
leV}«‘—/.fm Z
c_ctoc
=0cco —
—ooau o (@)
=
k Lu/
PROJECT No.

11022401.001

SHEET

\V"of"j

DAL., JACKSONKILWLYE, FLORIDA

CSX INTERMO

CINCINNATI TERMINAL,

/S


ALA
Typewritten text
1/4/12


